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GENERAL NOTES: CODE INFORMATION:
. J
- A
THIS PLAN SET, COMBINED WITH THE BUILDING CONTRACT, PROVIDES PROJECT DESCRIPTION: PROJECT: APARTMENT ADDITION
BUILDING DETAILS FOR THE RESIDENTIAL PROJECT. THE CONTRACTOR
SHALL VERIFY THAT SITE CONDITIONS ARE CONSISTENT WITH THESE ADDITION OF APARTMENT WITH EXISTING BUILDING
PLANS BEFORE STARTING WORK. WORK NOT SPECIFICALLY DETAILED |— >
SHALL BE CONSTRUCTED TO THE SAME QUALITY AS SIMILAR WORK THAT BUILDING CODE: o m
IS DETAILED. ALL WORK SHALL BE DONE IN ACCORDANCE WITH WATER/SEWER: PUBLIC/SEPTIC TANK LI <
INTERNATIONAL BUILDING CODES AND LOCAL CODES. CONTRACTOR INTERNATIONAL BUILDING CODE - 20186 BUILDING PERMIT: LAS VEGAS
SHALL BE RESPONSIBLE AND BEAR ANY FINES OR PENALTIES FOR CODE, ZONING: R-1 -5 E
PROJECT SQUARE FOOTAGE: :
ORDINANCE, REGULATION OR BUILDING PROCESS VIOLATIONS. COUNTY: CLARK O
INSURANCES SHALL BE IN FORCE THROUGHOUT THE DURATION OF THE OCCUPANCY CLASSIFICATION USE: E
BUILDING PROJECT. 1330 SQ.FT m =
LOT AREA: 51400 SQ.FT 0
INRITTEN DIMENSIONS AND SPECIFIC NOTES SHALL TAKE PRECEDENCE CHAPTER 3- CLASSIFICATION: BUILDING AREA: 1330 SQ.FT (/p)
OVER SCALED DIMENSIONS AND GENERAL NOTES. THE ENGINEER/ |
DESIGNER SHALL BE CONSULTED FOR CLARIFICATION IF SITE CONDITIONS EXISTING AND PROPOSED: DESIGNER: ASWIN KUMAR
ARE ENCOUNTERED THAT ARE DIFFERENT THAN SHOWN, IF R-3( RESIDENTIAL) DESIGN CONSULTANT: TRANSFORMATIVE CONSTRUCTION > /
DISCREPANCIES ARE FOUND IN THE PLANS OR NOTES, OR IF A QUESTION BUILDER: TBD o | < A
CHAPTER 5- HEIGHT AND AREA:
ARISES OVER THE INTENT OF THE PLANS OR NOTES. CONTRACTOR SHALL >l S |y
VERIFY AND 1S RESPONSIBLE FOR ALL DIMENSIONS (INCLUDING ROUGH ’ N | $
OPENINGS) MAXIMUM ALLOWABLE AREA = UNLIMITED SL s
ALL TRADES SHALL MAINTAIN A CLEAN WNORK SITE AT THE END OF EACH MAXIMUM ALLOGISRISESRTIGIIL = 6000 ® 2 |2
WORK DAY. Iiz'J L <§(
CHAPTER 6- CONSTRUCTION TYPE: <
O ) o
PLEASE SEE ADDITIONAL NOTES CALLED OUT ON OTHER SHEETS. L@ = )
TYPE V FOR R-3 RESIDENTIAL CLASSIFICATION > L
CHAPTER 1- FIRE SEPARATION AND RATINGS:
2HRS FIRE RESISTANCE RATING CZ)
BUILDING DESIGN AND CODE DATA: o
EXISTING TO REMAIN Q
: <
INTERIOR FINISH RATINGS INDEX =
INTERIOR EXIT PASSAGEWAYS: CLASS C >
CORRIDORS AND ENCLOSURES: CLASS C LéJ
NOTE: THIS WAS A PURPOSE DRAWING Branch Circuitry and Panel designations to be ROOMS AND ENCLOSED SPACES: CLASS C L abel T -
designed and installed by certified local electrician. L.S. (NFPA 101 LIFE SAFETY CODE) AS CHAPTER 4- FIRE PROTECTION: 6%16 PleJECT SUMMARY E
APPLICABLE. 602 GENERAL NOTES o
G03 SITE PLAN <L
APPLICABLE BUILDING CODES: AUTOMATIC SPRINKLER SYSTEM 604 FOUNDATION PLAN
A01 PROPOSED FLOOR PLAN
® 2018 Internation Residential Code A02 DIMENSIONED FLOOR PLAN - /
® 2018 International Building Code A03 DOOR AND WINDON SCHEDULE 4 h
RENDERING | | SMOKE ALARMS ARE REQUIRED TO BE INSTALLED IN THE FOLLOWING A4 ELEVATIONS
® 2018 International Mechanical Code LOCATIONS: AO5 ELEVATIONS E
FOR ILLusTRATION ONLY ® 2018 Uniform F’Iumbing Code PY |N5|DE EACH SLEEPING ROOM 501 FLOOR FRAMING PLAN o
® 2017 National Electrical Code e OUTSIDE EACH SLEEPING AREA gg? ;g'l?:l:;AN& FRAMING o 8 ‘3
~ * 2018 International Fire Code e ON EACH LEVEL OF THE DINELLING 01 ELECTRICAL NOTES o3 8
® 2018 International Energy Conservation Code FIRE ALARM NOT NECESSARY UNLESS THE BUILDING AREA IS LARGE OR E02 ELECTRICAL PLAN K e I
5 ITE ® 2018 International Property Maintenance Code HAS MULTIPLE DWELLING UNITS E03 ELECTRICAL PLAN o < N
® 2018 NFPA Life Safety Code Eo4 PLUMBING NOTES > (D 8 g
CHAPTER 10- MEANS OF EGRESS: EO5 PLUMBING PLAN © ~ (O
PO1 PLUMBING PLAN O 8 o 2
] MO1 HVAC NOTES OQcs5
MAXIMUM FLOOR AREA ALLOWANCES PER OCCUPANT FOR R-3 MO2 HYVAC PLAN 2SS for)
CLASSIFICATION 1S 200 GROSS c =2 g
CONSTRUCTION TYPE: (BASED ON CHAPTER 5 OF THE EXIST DISTANCE FOR R-3 SHALL NOT BE MORE THAN 125FT 8 < % ~
AN : MINIMUM NO OF EXISTS IS 2 < ¢ O
EGRESS WIDTH SHALL NOT BE LESS THAN 36" o"‘:; QED
W
CONSTRUCTION TYPE: V B CHAPTER 11- ACCESSIBILITY: o8® S
FIRE RATINGS FOR BUILDING ELEMENTS (BASED ON SECTION =
602.1 & TABLES 601 & 602 OF THE IBC): 205 OF TOTAL AREA o
g ke
FIRE PROTECTION SYSTEMS SUMMARY: Eé
CHAPTER 29- PLUMBING FIXTURES: G &
AN AUTOMATIC FIRE SPRINKLER SYSTEM AS DESCRIBED PER IBC 3. NATER CLOSET AND 4- LAVATORY PROVIDED e
SECTION 903 IS NOT REQUIRED. C:ﬁ
o
g Dm Y,
e A
&
m F
7 =
2
Z
|_
YICINITY MAP Lu Q
T
NOT TO SCALE 0
- %



mithr
Text Box
UNIFIEDSTUDIOARCHITECT.COM

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Snapshot

mithr
Text Box
UNIFIEDSTUDIOARCHITECT.COM

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Rectangle

mithr
Text Box
APARTMENT ADDITION

mithr
Rectangle


ELOOR PLAN NOTES:

1 ALL EXTERIOR DIMENSIONS ARE TO THE
FRAMING OR MAIN LAYER.
| 2 CONTRACTOR SHALL VERIFY ALL

DF __________ Q | T DIMENSIONS AND IS RESPONSIBLE FOR ALL
DIMENSIONS (INCLUDING ROUGH
OPENINGS).

2x4 WOOD STUDS WITH SOLE
AND TOP PLATEAT 168" O.C.
WITH SOUND BATT INSULATION

1/2° OR 5/8" GYPSUM
WALLBOARD ON EACH
SIDE, SCREWED TO STUD &
JOINTS TAPED & FINISHED

= - - -

——=C

B
ILs

=
L

@ WALL TYPE A - TYP. INTERIOR WALL

SCALE 1 I/2'=TCr

I r '5/8" GYP. BD., TYP.

-2x6 WD. STUDS (SEE STRUCT
DWGS FOR SPACING)

BATT INSUL. (R21), W/ VAPOR
BARRIER @ STUD SIDE, TYP.

1/2" EXT GRADE SHEATHING
W/ BLDG WRAP @ FURRING

STRIP SIDE, TYP.

‘FURRING STRIP AS NEEDED, TYP.

CEMENT BD. LAPSIDING, TYP.

o
| -

= wor— = wor—

(B)TYPICAL EXTERIOR WALL SECTION

N.T.S

5/8 " GYM BD TYP

_|

Do7

r."\
=
L=_J

/2xe WD STUDS

_-_" I /5/8 " GYM BD TYP
| C>=< il

FRAMED WALL ABOVE &'
—» OPENING (FOR REMOVABLE

PARTITION WALL BY OTHERS) @I::EI; 9 | EZ;IEBIQB Ifl 9 | I EE:IIQ[I

N.T.S

Y\

EXISTING BUILDING

PROPOSED FLOOR PLAN

116"=1" PROPOSED WALL

EXISTING WALL

~

J
( ARCHITECT SEAL:

AN
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FLOOR PLAN

SCALE @ 24" X 36"
DATE: 10-16-2024
DRAWN BY: AK

J
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(
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ELECTRICAL LEGEND
% 110V OUTLET (RECEPTACLES)
————— CONNECTION
O
LL CFGI OUTLET
O
J % -7 HOMERUN
% J% - ELECTRICAL PANEL
: : @ LED LIGHT
: : ﬁ WALL MOUNTED LIGHT
: : ¢ SWITCHES
: : TV OUTLET
| | EXISTING BOWLING AREA Hq TELEPHONE OUTLET
I I
I I
I I
I I
I I NOTE:
I I
1 BRANCH CIRCUITRY AND PANEL DESIGNATIONS TO BE DESIGNED AND INSTALLED BY
L L) CERTIFIED LOCAL ELECTRICIAN
L - _ _ _ _ _ _ _ __ 1
p———— I\
I8 @ © o B 1 ] ABBREVIATIONS AND CALLOUTS (TYP.)
T b dokdlll e |
I e T oY e —— ——— T— — — S 7 1 A DELTA U-X INDOOR UNIT
[ I Lo o O ) = !
! _EF Sl i M 1 y WYE JIJB JUNCTION BOX
| MASTER BATH | |
| o} e A AMPS kemil THOUSAND CIRCULAR MIL
T K ,/\EF’ | NALKAIN ~ | b ‘
o werer “I L4 ,—1 CLOSET rcHeN | L AC ALTERNATING CURRENT KEF-X KITCHEN EXHAUST FAN
Il . B-———————= B | [ AD ACCESS DOOR KW KILOWATT
1 ! | 8]
L 0 | HALLINAY 3 cAvERooN) @ = ‘ AFCI/AFI | ARC FAULT CIRCUIT INTERRUPTER | L-X LOUVER (POWERED)
T | | (“’E*’ | i AFF ABOVE FINISH FLOOR LED LIGHT EMITTING DIODE
L EP Ir R —— = r— : it @ AHU-X AIR HANDLING UNIT MAU-X | MAKE UP AIR UNIT
: : ‘ il
=) il } 2 k : | = AlC AMPERE INTERRUPTING CAPACITY | MAX MAXIMUM
: = o BATI—EIi
AJD T :
BEDROOM 2 o moou : 1D ADJUSTABLE MCA MAX. CIRCUIT AMPERAGE
‘ BATH @U{? | AL ALUMINUM MCB MAIN CIRCUIT BREAKER
EP o ENTRY
| — : . | @\jp I AOR ARCHITECT OF RECORD MCC MOTORIZED CONTROL CENTER
o (<] Ot
, (I J = 0 (/QL ______ X _ @J Y 0 r o ATS AUTOMATIC TRANSFER SWITCH MIN MINIMUM
[SUBEP | ] . N W — o I g BC-X BRANCH CONTROLLER MIU-X MULTI-SPLIT INDOOR UNIT
o BKR BREAKER MLO MAIN LUGS ONLY
ENTRY HALLINAY FOYER § BOD BASIS OF DESIGN MOCP MAX. OVERCURRENT PROTECTION
! | CB CIRCUIT BRANCH MOU-X MULTI-SPLIT OUTDOOR UNIT
r | CLG CEILING MOD MOTORIZED DAMPER
e — = — —_— r COMP-X | COMPRESSOR N NEUTRAL
wis? — —— M ———= U k o cu COPPER N/A NOT APPLICABLE
H L] | | - GL=X CONDENSING UNIT NC NORMALLY CLOSED
: : : _“;_ DC DIRECT CURRENT NO NORMALLY OPEN
| || | DIM DIMMER OU-X OUTDOOR UNIT
: : : DWGS | DRAWINGS PNL PANEL
| | H———H — GARAGE M EDH ELECTRICAL DUCT HEATER PIU-X POWERED INDUCTION UNIT
I I ]_ L EF-X EXHAUST FAN RMS ROOT MEAN SQUARE
| | H " 1] [] HOBBY SHOP |
| o I { EOR ENGINEER OF RECORD RTU-X ROOFTOP UNIT
| | | EX EXISTING SF SQUARE FEET
I || I FA FIRE ALARM SWBD SWITCHBOARD
: : : FAA FIRE ALARM ANNUNCIATOR PANEL | TP TAMPER PROOF
| || | 77 77 7 FACP FIRE ALARM CONTROL PANEL TV TELEVISION
: : : : : FCU-X FAN COIL UNIT TYP TYPICAL
| | | | | FD FIRE DAMPER UG UNDERGROUND
d __________ ﬁ Iu _! | | FSD FIRE/SMOKE DAMPER UH-X UNIT HEATER (ELECTRIC)
L L FT FEET v VOLTS
G/GRND | GROUND VA VOLT-AMPERES
GEN GENERATOR VAV-X VARIABLE AIR VOLUME UNIT
GFCI/GFI | GROUND FAULT CIRCUIT INTERRUPTERD VOLUME DAMPER (MANUAL)
GUH-X GAS UNIT HEATER VFD VARIABLE FREQUENCY DRIVE
H/C HEATING COIL W WATTS
HP HORSEPOWER W/ WITH
HP-X HEAT PUMP WH-X WATER HEATER
HR HOUR WP WEATHERPROOF
.EQHE R P L AN HZ HERZ XFMR TRANSFORMER
IG ISOLATED GROUND XP EXPLOSION PROOF
1/6"=1"
6 IN INCHES Z IMPEDANCE
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| /I | E ELECTRICAL PANEL
| |
| / | @ LED LIGHT
| « |
| \ | ﬁ WALL MOUNTED LIGHT
I \ I EXISTING BONLING AREA
| I | §  SWITCHES ! J
| | | ‘ \
| /} | TV OUTLET
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- § AL ALUMINUM MCB MAIN CIRCUIT BREAKER |:
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